
+24VDC
RELAY
COIL

COM 6A
NO 6A

NC 6A

COM 6B
NO 6B

NC 6B

+24VDC
RELAY
COIL

COM 5A
NO 5A

NC 5A

COM 5B
NO 5B

NC 5B

+24VDC
RELAY
COIL

COM 4A
NO 4A

NC 4A

COM 4B
NO 4B

NC 4B

+24VDC
RELAY
COIL

COM 3A
NO 3A

NC 3A

COM 3B
NO 3B

NC 3B

+24VDC
RELAY
COIL

COM 2A
NO 2A

NC 2A

COM 2B
NO 2B

NC 2B

+24VDC
RELAY
COIL

COM 1A
NO 1A

NC 1A

COM 1B
NO 1B

NC 1B

R
ELAY #6

R
ELAY #5

R
ELAY #3

R
ELAY #2

R
ELAY #1

EARTH GROUND
(N) ACN IN
(L) ACH IN

DC GROUND
SWITCH IN

SWITCH OUT

(L) ACH IN
(N) ACN IN
EARTH GROUND
(V-) DC GROUND
(V+) +24VDC SWITCH IN

+24VDC
POWER
SUPPLY

MOD# LOB-1009
PUSHBUTTON STATION

(OPTIONAL)

SYSTEM WIRING DIAGRAM
DOCUMENT # 350004k1.CAD
ESCO # 0219-0027

COM 1A
NO 1A

COM 1B

NO 1B

ACH

ACN

 $00.00
 00.0001

TYPICAL INSTALLATION

R
ELAY #4

PUSH TO STOP

PULL TO RESET

BLACK
WHITE
GREEN
BROWN

RED
RED


